PROCEDURES FOR TEMPORARY POWER TO A STRUCTURE
1. All Rough-in inspections must be completed and approved

2. The permanent service must be installed and completed

3. All outlets to be energized must be GFCI protected

4. The HVAC must be installed

5. Final inspections must be complete and a Certificate of Occupancy must be issued prior to the structure being furnished and occupied

6. Early occupancy before final inspections are completed WILL result in the suspension and forfeiture of temporary power privileges for one (1) year.

7. Early occupancy can result in the disconnection of power to the structure until ALL final inspections are complete and the Certificate of Occupancy is issued.

NOTE:  ATTACHED TO TEMPORARY ELECTRICAL SERVICE AGREEMENT

